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Abstract
Net Metering is an electricity policy wherein renewable power sources at home are integrated to the power utility. This paper 
aims to validate a net metering miniature setup with respect to its switching action and power monitoring scheme. It seeks to
show the performance of the switching actions on the net metering miniature system considering that the different loading cases 
occur and at the same time evaluate the power monitoring scheme of the miniature system. The researchers formulated their own
net metering miniature system design to model the actual commercial net meter system and test the validity of the setup by 
performing three cases for switching action while monitoring power data from the ac analyzer on real-time basis. The researchers 
designed three switching action cases to exactly evaluate the system. There are three different cases of this design 
implementation. Using Matlab and its xlswrite function, real-time power monitoring is executed while performing three different 
load cases. Upon performing three different load cases, data gathered proves the validity of the switching actions. During case 
shifting, there is a negligible delay of displaying power data in the GUI. This delay is due to communication from ac analyzer to 
Matlab GUI and is insignificant enough to invalidate the setup. Power consumption from the utility happens only when the 
loading system has greater power consumption compared to that of the generated capacity of the renewable source.
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1. Introduction
Continuing increasing demand for energy world-wide and exhaustion of the available energy resources compels 
people to find solutions [1]. With the progress of science and technology and the continuous improvement of living 
standards, various electric equipments are used more and more widely. The electric power network will be 
overloaded so much so that result to a widespread power outage with the electrical equipments used so much. 
Therefore, monitoring the operation data of electric equipments is very important. House is an important place for 
people's daily life, work and entertainment, and the domestic use of electricity is the basic unit is of social 
modernized development. The monitoring of electrical equipments which helps users to know the status of 
household electricity load to further reasonable formulate energy-saving plan, reduce energy consumption and 
expenditure [2]. Therefore, strengthen monitoring electrical equipment especially the monitoring of power 
consumption, has the important meaning to enhance our power utilization rate, realize the energy [3].
Renewable sources are all around us. The UV rays of the sun, the energy and gravitational force of the water that 
falls and the power of the wind are all source of energy that cannot be depleted. Households that generally own 
small renewable energy facilities such as solar modules, micro hydro power plant and even small wind turbines can 
actually integrate these systems to the electric utility. These facilities sometimes cannot provide enough power to 
sustain the exact amount of electricity needed to operate some work that requires power in the household. Thus, 
there is a need to acquire electric power from the electric utility when the renewable facility cannot sustain the 
needed power of the household. This kind of electricity policy is called “Net Metering”. Under this metering, the 
household receives credit for the portion of electricity they generate from the renewable facility when there is net 
power available after the deduction of the household’s consumption. This amount of electricity is forwarded in the 
utility.
However, this metering system is still available in some other countries. Mostly are first world countries. Thus, 
Philippines needs to further develop available technology in a way that this kind of metering system will soon be 
adapted in the country. The researchers wish to show the power monitoring circuit design available in the research.
The concept of this paper is to give the reader the background and basic concept of power monitoring scheme on a 
net meter miniature system as well as the switching action evaluation.
1.1. Significance of the Study
The focus of this study is on the power monitoring scheme of how the net metering system works at different 
load cases to particularly describe of what is happening in the net meter system while different load cases are 
executed in particular. The project’s goal is designed to promote the concept of net metering system so that further 
studies about the system will be developed that will able to patent a new way of net metering system that can be 
applied in the Philippines or mimic the available net metering system device in a way possible cheaper than the 
commercial ones yet effectively the same.
1.2. Statement of the Problem
This project seeks to show the performance of the switching actions on the net metering miniature system 
considering that the different loading cases occur and at the same time evaluate the power monitoring scheme of the 
miniature system. This project shall expound only on the switching cases and power monitoring scheme in the net 
meter miniature system.
On the switching cases and power monitoring scheme in particular, the researcher seeks to establish an answer 
on the following question:
1. What are the different cases prior to switching actions in the net metering miniature system?
2. What happens in particular on different switching cases? What happens to the respective switches? 
3. How is the performance of the power monitoring scheme of the net metering miniature system? Does it 
coincide with the switching cases condition as shown in the Matlab GUI?
4. How is the evaluation of the data gathering procedure of the power monitoring scheme of the net meter 
miniature system?
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1.3. Objectives of the Study
This project aims to achieve the following:
1. Design and create a power monitoring program through the use Matlab GUI and Arduino.
2. Evaluate the switching action conditions of the net meter system in different load cases.
3. Evaluate the overall performance of the prototype setup in terms of data acquisition while at the same time 
examining the switching conditions over different load cases.
1.4. Scope and Delimitation of the Study
The scope of this project is only the switching action and the power monitoring scheme of the net metering 
system. The researchers wishes to show only the switching action performance and the power monitoring scheme of 
the designed circuitry in order to give significance of the net metering system miniature program on how it is related 
to the unsurpassable  available net metering system of the first world. This project wishes to illustrate only the 
power monitoring scheme and switching action of the design circuit of the net metering system. After procuring all 
the materials and the creating the circuit layout, the project can be done for a short period of time. Once the result 
confirms the theoretical switching actions and the evaluation of the data acquisition confirms with the expected one, 
then this study is good as okay and further improvements must be executed to do the next level projects pertaining to 
the net metering system.
This study is limited only to the switching indications from the arduino and power analyzer setup available.
Matlab will be used for online power monitoring of the setup with the aid of the arduino hardware. Matlab will 
provide the reading of the net metering system miniature through power monitoring scheme of the power analyzer. 
This project as well wants to impart the switching action idea and the power monitoring scheme to all grid system 
that does not apply the net metering systems yet in their respective places so that further research will be 
implemented. Limitations of this project were setup as it is due to limited amount of time and unavailability of 
financial resources as well.
1.5. Conceptual Framework
Fig. 1 shows the conceptual framework of the research design for the power monitoring scheme
Fig. 1. Conceptual framework of the Power Monitoring Net Metering Miniature System Design
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2. Methodology and Research Design
2.1. Research Design
The researchers formulated their own net metering miniature system design to model the actual commercial net 
meter system. The researchers formulated the following miniature system that will enable demonstrate the switching 
actions on the net meter system. Refer to Fig. 2 for the design layout.
Fig. 2. Research design layout for the net metering miniature system.
The Power Supply represents the utility grid in the actual net meter system. The power is derived from the Lab-
Volt EMS Module 8821. This module is a primary component in the Lab-Volt electromechanical training systems 
(EMS). This power supply provides variable single phase AC, variable three-phase AC and variable DC power 
levels. However, in the miniature system, the project only needed 220-volt ac for the setup of the project. Refer to 
Fig. 3 for the Lab-Volt Power Supply.
Fig. 3. (a) Lab-Volt EMS 8821 Power Supply Unit with Terminals 1, 2 and 3 are fixed AC supply while 4, 5 and 6 are variable AC supply;
(b) e-Gizmo AC Power Analyzer Kit
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The Power Monitoring Module 1 (AC Power Analyzer Kit) allows the researchers to read and acquire the real 
time data of the power supply cited on the power supply. This monitoring module is an ac power analyzer from e-
gizmo based on an energy metering IC. 
This kit is a single phase power analyzer front end measuring module that can easily integrate to any circuit and 
systems requiring AC power measurements functionalities. It can accurately measure RMS voltage and current, and 
with phase information, resolve into data components essential for a comprehensive AC power analysis. 
2.2. Switching Device 1 and 2 (SD 1 and SD 2)
SD 1 is a solid-state relay that connects directly to the power supply discussed on the power supply.  The relay 
triggers the switches on switches on and off depending on the case of the load. Each case has a corresponding switch 
signal to whether give it an on or off. This relay primarily serves as a switching device for the utility representation 
part.
SD 2 is a solid-state relay that is the same as that of the SD 1. The relay triggers the switches on and off 
depending on the cases of the load. This switching device serves the generator part of the design. Both SD 1 and SD
2 are interconnected to the zero-crossing detector circuit.
2.3. Generator
This is the part where the renewable power system is well represented by a generator module. The generator is 
derived from the Lab-Volt EMS Module 8241 (Fig. 4a). This module is a three-phase asynchronous motor and can 
serve as a generator at the same time. Each phase of the stator windings of this machine is independently terminated 
and identified on the faceplate to permit operation in either delta or star (wye) configuration. The rotor of this 
machine is equipped with a squirrel-cage damper. Variable DC excitation is fed through the externally mounted slip 
rings and brushes which are pre-wired to a rheostat and control switch mounted on the faceplate. This machine can 
also be operated as a three-phase synchronous condenser or generator. (www.labvolt.com)
However, the project only needs a single phase source from the three-phase synchronous generator. The 
researchers can able to do so by tapping from two terminals only at the synchronous machine.
2.4. Zero Crossing or Zero Cross Function
When connecting the power supply line and the generator line through SD 1 and SD 2, zero cross function is an 
important device to be considered. In order to sync into the existing ac line which is the generator line, the power 
supply line must be connected to the zero cross function. During zero-reference crossing or first conduction cycle, 
both ac waves will meet in order to be synchronized with each other. Thus, merging these two ac lines will 
eventually create a new ac line that will work on the loading system. This new line provides greater current 
capability compared to the individual ac lines prior to synchronization at the zero cross function. The new ac line 
then provides power to the load at certain condition/case that the two lines is hereby needed by the principle of net 
metering system. Refer to Fig. 4b for the device to be used in zero crossing.
“The zero cross function causes the Relay to turn ON when the AC load power supply approaches 0 V to 
suppress noise generated when the load current rises suddenly. There are two types of noise: noise on power lines 
and noise emitted into open spaces. The zero cross function is effective against both types of noise. A very large 
inrush current flows when lamps and similar equipment are turned ON, but the zero cross function causes the load
current to always flow from a point near zero so that inrush current can be suppressed more compared to Solid-state 
Relays (SSRs) that do not have the zero cross function. Ideally, the function turns ON near 0 V, but restrictions in 
the circuit configuration cause it to operate within the range of 0 V ±20 V. This voltage is called zero cross voltage.” 
(OMRON, industrial application FAQ No. FAQ02083)
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Fig. 4. (a) LabVolt EMS 8241. Three-phase asynchronous motor/electromechanical training system generator; (b) Crydom Solid State Relay 
UPD2415DF to be used in the zero crossing function
2.5. Power Monitoring Module 2 (PMM 2), Loading System (Load), Diversion Loading System (Diversion Load) 
and Switching Device 3 (SD 3)
As cited on the Power Monitoring Module 1, Power Monitoring Module 2 allows the researchers to read and 
acquire the real time data of the power supply. However, PMM 2 gathers data from the AC line after the zero cross 
function. Be it the generator line only, power supply line or both, PMM 2 acquires its real time data. The same kit is 
used in PMM 1 and PMM 2.
The Loading System (Load) is where the loads are installed for application of power consumed. The three cases
can occur depending on the loading system whether it is lesser than the generator, equal to the generator or even 
greater than the generator’s capability. Given at an instant, the generator’s power capacity is limited, that is where 
the switching action comes in based on the loading system.
Diversion loads are designed due to the inability of a bidirectional current in the area. The scope of this project is 
somehow limited only to the availability of a bidirectional system. Since there is no available one for research, the 
researchers design the said loading system in such a way that when the generator capacity is greater than that of the 
load and instead passing the excess power to the utility grid, it is hereby directed to the diversion load for 
consumption. However, net metering still applies. This demonstration is for the purpose of sending excess power to 
the utility grid.
Switching Device 3 (SD 3) is connected to the diversion load. This is the part whether to turn on and off a line 
connected to the diversion load depending on what loading case the current situation is in.
3. Design Implementation
3.1. Switching Action Implementation
The switching action evaluation for a net metering miniature system is one of the primary concerns of this 
project. Thus, the researchers designed three switching action cases to exactly evaluate the system. There are three 
different cases of this design implementation.
3.2. Case 1: Generator Capacity is greater than the Loading System
On a net meter system, the generator represents the renewable power sources such as PV System or Micro Hydro 
Power Source. In this project, the generator is a single phase line derived from a three-phase synchronous generator. 
Three-phase asynchronous motor/electromechanical training system generator is used in this matter known as Lab 
Volt EMS 8241. Case number 1 is wherein the loading system’s power consumption is lesser than that of the 
generator’s capacity of provide power. That is, Generator>Load. In this case, binary truth values for the three 
switching devices are determined for the switching action operation. SD 1 = 0, SD 2 = 1 and SD 3 = 1 are the 
a b
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switching binary values for Case 1. That is, Switching Device 1 is turned off; Switching Device 2 is turned on; and 
Switching Device 3 is turned on so that case one is satisfied.
Since it is beyond this project’s scope about sending off to the grid the excess power generated by the renewable 
power system (i.e., generator in the representation) due to unavailability of a bidirectional system, the process is 
represented by the load consumption of the excess power through the diversion load.
3.3. Case 2: Generator Capacity is at Full Load Condition
The second case provides a system wherein the representation of a renewable source is equal to that of the 
loading system. The power consumption of the loading system is ideally equal to that of the generator. In this case, 
SD 1 = 0, SD 2 = 1 and SD 3 = 0 are the switching binary values for Case 2. That is, Switching Device 1 is turned 
on; Switching Device 2 is turned off; and Switching Device 3 is turned off so that case two is satisfied.
3.4. Case 3: Generator Capacity is lesser than the Loading System
The third case provides a system wherein the power capacity of the representation of a renewable source is lesser 
that of the loading system. The power consumption of the loading system is greater than that of the generator. In this 
case, SD 1 = 1, SD 2 = 1 and SD 3 = 0 are the switching binary values for Case 3. That is, Switching Device 1 is 
turned on; Switching Device 2 is turned on; and Switching Device 3 is turned off so that case three is satisfied. 
There are two conditions for case 3. One of which is the condition of “Case 3 – Sync” and the other one is solely 
“Case 3”. Case 3 – Sync is the determining factor to whether sync the ac line data from the utility or not. If there 
will be “sync” indication in the Arduino, it only signals the program to connect the utility line to the loading system.
4. Power Monitoring Scheme through Arduino and Matlab
The research design cannot work and cannot be monitored without the controlling setup of the Arduino 
(microcontroller) and Matlab power monitoring scheme. The switching devices (SD 1, SD 2 and SD 3) are 
connected to the Arduino, specifically Gizduino (name varies because Gizduino is from e-Gizmo and Arduino is 
from Dynamodo which basically has the same function). The codes are setup in Gizduino 1 and it sends signals to 
the switches regarding on what case the loading is. By the aide of the Power Monitoring Module 1, Gizduino 1 is 
able to identify what case status the loading system is. Thus, making the switching devices turn on and off 
accordingly.
On the other hand, The Power Monitoring Module 2 constantly monitors the power information from the Power 
Supply (representation of the utility) to make sure that the ac line from the utility is giving enough power especially 
during Case 3. Both power modules 1 and 2 are then multiplexed so that a single Gizduino can be used for both 
analyzer kits. Gizduino 2 is the microcontroller that connects to the multiplexer and at the same time to the computer 
for the Matlab monitoring program. Fig. 5 shows the power monitoring scheme of the power analyzer kit and the 
arduino.
Fig. 5. Monitoring Scheme of the Gizduino Microcontrollers for the switching action, power monitoring and Matlab integration of the project 
design.
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4.1. Arduino 1
In order to allow the switching action for the switching devices connected to Gizduino 1, certain coding program 
is constructed.
4.2. Arduino 2
Gizduino 2 allows the monitoring of the two power analyzer connected to it through multiplexer then sends data 
to the Matlab. In order to actually monitor the power analyzer, certain coding program is constructed also. After 
which, the data are then forwarded to Matlab for easy monitoring scheme. Then saved in excel file afterwards 
through xlswrite Matlab function.
4.3. Matlab Monitoring Program (GUI)
Matlab GUI program is created for the power monitoring scheme from the power supply and the loading system. 
This allows user to easily interpret result with the help of GUI. Fig. 8 is the actual design for this project’s research
design about net metering miniature system.
The ‘GRID’ data is mere represented by the actual readings of the diversion loading as provided previously. The 
‘Main Load’ data is taken from the actual readings of the loading system.
Fig. 6. Graphical User Interface (GUI) of the Matlab Monitoring Program
5. Validation and Data Gathering Procedure
Upon the implementation of the design and the power monitoring scheme, validation process still has to be 
considered while conducting the experiment. Theoretically, the ideal switching actions must be done in the actual to 
validate the result and hence satisfy the switching action evaluation of this project. To validate the concept, the 
actual setup must work accordingly with the theoretical switching. On the overall aspect of the prototype and to 
truly test the hardware setup, the power monitoring scheme and data acquisition must be good enough to perform its 
operation and function accordingly. Thus, on the power monitoring scheme, the Excel write function (xlswrite) in 
the Matlab must work accordingly.
The Matlab functions as an online monitoring software and at the same time, a data gathering instrument. From 
the arduino to Matlab, there is a code created to paste data into active excel file that will automatically add data once 
read in the arduino. The Gizduino that connects two power analyzer will be automatically saved to the excel and the 
data on the arduino that connects the switching devices will be copied in different sense and later on checked on the 
data gathered by the Matlab. Also, the users can gather real time power consumption data from the Arduino software 
of Dynamodo and manually segregate data according to cases.
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6. Results and Discussion
6.1. Hardware Prototype
Upon a thorough construction of the prototype and setting up available lab equipments, the hardware prototype is 
constructed and able to perform according to its design. The following figures show the setup and components of the 
net meter miniature system integrating the power monitoring scheme hardware and software. Fig. 7(a) shows the 
loading system and the diversion loading system (rightmost column of bulbs) of the miniature setup.
Fig. 7(b) shows two arduino (on the left) and two power analyzer (on the right) which are integrated in the net 
meter system to facilitate the power monitoring scheme and the switching action performance.
Fig. 7. (a) Loading and Diversion Loading System; (b) The arduino and power analyzer of the net meter system setup
Fig. 8(a) shows the EMS Lab-Volt equipment used as a power source – AC utility line supply and renewable 
source representation respectively. The synchronous generator (yellow colored boxes) represents the micro hydro 
plant mean while beside it, is the AC power supply which represents the utility grid.
Fig. 8(b) shows EMS Lab-Volt equipment close-up of Synchronous Machine and DC Machine. The DC machine 
acts as a turbine or prime mover in a hydro power plant setup. This machine is capable of producing a net amount of 
110 watts.
Fig. 8. (a) Lab Volt Power Source: AC Utility and Synchronous Generator; (b) Three-Phase Synchronous Generator
Fig. 9(a) shows the EMS Lab-Volt equipment close-up of DC/AC power supply. The 120/208V-15A AC power 
supply represents the utility line wherein the wirings are directly sent to the hardware prototype. The DC source on 
the other hand allows the prime mover/DC Machine to move in line with the synchronous so that hydro power plant 
representation could be possible.
Fig. 9(b) shows the GOAL STAR Digital Energy Meter LCD-Series connected to the loading system. This is 
a b
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equipment is used for verification purposes only to confirm whether the energy used and monitored in the Matlab is 
the same as that of the energy meter shown.
Fig. 10 shows the overall setup of the net metering miniature system. This setup is pattern accordingly to the 
research design discussed on Chapter 3. The bulbs represent the loading system (diversion loading as well). The 
laptop is used for Matlab GUI Power Monitoring Program. The Synchronous Machine is the representation of the 
micro hydro power plant. Meanwhile, Lab Volt also produces constant AC supply as a mere representation of the 
utility grid.
Fig. 9. (a) EMS Lab-Volt equipment close-up of DC/AC power supply; (b) GOAL STAR Digital Energy Meter LCD-Series
Fig. 10. The overall setup of the net metering miniature system.
6.2. Performance of the Validation Procedure
The switching action evaluation of the derived net metering miniature system wishes to answer the individual 
performance action of the three different cases presented on this project. Chapter 3 clearly discusses the three 
switching case condition and its binary values per case and the design implementation of the power monitoring 
a b
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scheme. Thus, the chapter aims to answer the condition of the actual setup as to its performance regarding the ideal 
switching condition per case and the power monitoring scheme as a whole. Table 1 shows the samples of the actual 
data result of the prototype during Arduino testing for the Loading System. The case status of the data is also 
indicated. Table 2 shows the samples of the actual data result of the prototype during Arduino testing for the 
Diversion Loading System/Grid. The case status of the data is also indicated. Table 3 shows the comparison of the 
samples of the actual data result of the Loading and Diversion Loading System. 
         Table 1. Samples of the actual data result of the prototype for the Loading System.
Load Power (in Watts)
LOAD SYSTEM (POWER MONITORING) DATA
Case
VA Var
Power 
Factor
Volt Amp
0.9 9 8.7 0.1161 224.38 0.0399 1
3.6 10.8 10.2 0.3392 224.31 0.0492 1
23.4 24.3 6.3 0.9653 224.61 0.1087 1
43.2 43.8 7.2 0.9851 224.22 0.1953 1
51.6 51.3 -0.3 0.9997 224.56 0.229 1
77.5 76.9 -0.3 0.9997 223.85 0.3426 2
90.1 7.2 7.2 0.1353 208.56 0.0355 2
110.6 91.4 8.7 0.1227 225.87 0.0384 3
12.9 20.4 9.9 0.8736 225.93 0.0902 1
38.7 38.1 2.7 0.9969 227.46 0.1672 1
47.7 44.7 2.1 0.9984 214.62 0.2086 1
44.7 24 6 0.9649 222.23 0.1076 1
23.1 22.8 5.4 0.9695 216.74 0.1058 1
22.2 22.8 5.4 0.9695 216.74 0.1058 1
6.3. Case 1 Result Evaluation of the Prototype Design
On the system, the researchers evaluated the prototype per case to case basis. The researchers were able to 
conduct test for case one wherein the load is lesser than that of the generator capacity. That is, the excess power, as a 
representation of sending forward to the utility grid, is sent to the diversion load as the scope of this project 
provides.
Capacities were illustrated on the experiment and Table 4 confirms the validity for case 1. Notice that the grid 
power consumption is just 110 watts subtracted by the load power. This confirms that when there is sufficient excess 
generation, the system will submit the excess power to the grid. 
6.4. Case 2 Result Evaluation of the Prototype Design
The researchers were able to conduct test for case two wherein the load is in full load condition. That is, there is 
no excess power of the generator to send amount of power since it is in full load condition. In order to justify the 
condition, the program sets that when the load condition is around 75% to 95% of the generated capacity, the 
Switching Device 3 will automatically turn off so that the generator may focus on the loading system for whatever 
voltage and power surges occurring so that there will still be excess power in case of any power increments. In the 
actual sense, when a certain household is in full load state, the generator will automatically sends signal to the grid 
that it is not selling power for the household is in full load state. Hence, Case 2 will also be a warning that Case 3 is 
soon near enough and power will be asked from the utility. This kind of idea would in turn make the owner of the 
net meter system be fully aware of its power consumption. Thus, increasing the awareness of energy consumption 
resulting to a lesser used of KWh from the utility. Therefore, this case status would allow users to conserve 
electricity.
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Table 5 shows the actual data result of the prototype during Arduino testing of the Diversion Loading System 
and the Loading System for Case 2. Table 5 validates the correctness of the case 2 loading situation.
         Table 2. Samples of the actual data result of the prototype for the Diversion Loading System or Grid.
Load Power (in Watts)
LOAD SYSTEM (POWER MONITORING) DATA
Case
VA Var
Power 
Factor
Volt Amp
0.9 9 8.7 0.1217 224.7 0.0399 1
103 102.1 -0.4 0.9997 224 0.4545 1
78.4 77.5 -0.4 0.9997 223.98 0.3448 1
51.9 49.2 -0.3 0.9997 224.27 0.2197 2
30.6 73.4 -0.4 0.9997 194.9 0.3765 2
10.2 81.5 -0.4 0.9997 208.79 0.3894 3
0.9 8.7 -0.4 0.9997 225.57 0.4044 3
96.3 95.4 -0.4 0.9997 231.75 0.4111 1
107.9 107 -0.4 0.9997 231.31 0.4623 1
82.4 81.5 -0.4 0.9997 231.83 0.3509 1
76.6 76.1 -0.4 0.9997 223.25 0.3403 1
55.5 54.6 -0.4 0.9997 234.26 0.2328 1
51 51 5.3 0.9933 217.52 0.235 1
52.4 52.4 -0.4 0.9997 223.87 0.2339 1
73 72.1 -0.4 0.9997 213.95 0.337 1
Table 3. Comparison table of the samples of the actual data of the Diversion Loading System and the Loading System.
Grid Power (in Watts) Load Power (in Watts) Case
0.9 0.9 1
103.5 3.6 1
78.4 43.2 1
51.9 80.5 2
30.6 90.2 2
10.2 90.1 2
0.9 110.6 3
107.9 0.9 1
54.6 39.3 1
50.1 44.7 1
52.4 23.1 1
73 22.2 1
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Table 4. Sample actual data result of the Diversion Loading System and the Loading System for Case 1.
Grid Power (in Watts) Load Power (in Watts) Case
0.9 0.9 1
103 23.4 1
78.4 43.2 1
76.6 51.6 1
51.9 51.6 1
96.3 0.9 1
102.6 12.3 1
82.4 24.9 1
51.9 37.2 1
47.4 48.6 1
48.3 47.7 1
50.1 44.7 1
52.4 23.1 1
73 22.2 1
6.5. Case 3 Result Evaluation of the Prototype Design
The researchers were able to conduct test for case three wherein the load is greater than that of the generator 
capacity. That is, there is a need for the power supply (utility representation) to add more power since the generator 
cannot provide all the needed amount power of the loading system. Zero crossing of the two ac line must be 
successful so that the loading system will be provided with enough amount of power.
Table 6 shows the actual data result of the prototype during Arduino testing of the Diversion Loading System 
and the Loading System for Case 2. Table 6 validates the correctness of the Case 3 loading situation.
Table 5. Sample actual data result of the Diversion Loading System and the Loading System for Case 2.
Grid Power (in Watts) Load Power (in Watts) Case
51.9 77.5 2
51.9 80.5 2
30.6 80.6 2
31.4 80.6 2
30.6 80.6 2
30.6 80.6 2
30.6 80.6 2
30.6 80.6 2
10.6 91.4 2
10.4 90.2 2
10.2 90.1 2
10.2 90.1 2
10.2 90.1 2
10.2 90.1 2
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6.6. Switching Action Validity
The three cases were executed in order to validate the assumptions about the theoretical conditions of a net 
metering system. For Case 1, the confirmation of the validity of the program shows that the prototype is indeed 
working and is reliable enough to conduct switching action for demonstration purpose about the actual net metering 
setup. 
Looking at the second case on the other hand, the Arduino is setup in way that when the loading system is at full 
load condition, i.e., 75%-95% of the rated capacity, the Arduino will note that it is in Case 2. In the real aspect 
scenario, when the load consumption is almost to its rated capacity, the meter system will give warning signal to the 
home owner that power consumption is at its peak.
On the third case however, the load capacity is greater than that of the generated power in the renewable power 
source. The Arduino will show that it is in Case 3 then later on check its voltage situation as to whether sync the ac 
line data from the utility or not. There is a “sync” indication in the Arduino to show that ac line from the utility must 
already be connected in the loading system in order to ask for enough amount of power needed in the load.
As proven in the experiment, the switching action conditions are satisfied in the prototype. Thus, the evaluation 
of the switching actions are verified and validated.
Table 6. Sample actual data result of the Diversion Loading System and the Loading System for Case 3.
Grid Power (in Watts) Load Power (in Watts) Case
10.2 100.2 3
0.9 100.6 3
0.9 100.2 3
0.9 100.2 3
0.9 100.2 3
0.9 100.2 3
0.9 100.2 3
0.9 100.8 3
0.9 100.6 3
0.9 100.6 3
0.9 100.6 3
0.9 100.6 3
6.7. Power Monitoring Scheme Evaluation
On the power monitoring scheme however, there are some instances, i.e., during transition power consumption 
such us turning on and off the lights, that the arduino causes almost a second delay to give the current reading of the 
setup. This situation however is negligible enough since the actual scenario of a net metering system is a stable 
usage of appliances. That is, when the lights are turned on, then it is turned on for hours. This phenomenon of 
almost one second delay of the monitored data is acceptable enough since the setup is equipped with devices of 
which when cases occurring, protective relays are installed. That is, when loading reaches a certain case condition, 
relays automatically switches on and off according to its assignment. The delay is due to the processing time to 
acquire data from power analyzer then forwarded to arduino to be monitored in Matlab. Processing time takes time 
but this amount of time is negligible enough so that power monitoring scheme is an acceptable setup.
6.8. Overall Evaluation of the Net Metering System
The net metering miniature system works effectively considering that switching action conditions are taking 
place and at the same time, power monitoring scheme is executed to follow-up the real time loading condition. Due 
to lack of more advanced equipments, there is a delay of the monitoring scheme but is negligible enough to cause 
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error in the setup. For example in Table 3 for Case 1, when the power consumption of the loading system is 23.4 
Watts are monitored on Matlab, the Grid data shown first is a 101.2 Watts amount of power but on the next iteration 
turns out to be just 78.4 Watts. This delay is negligible enough to invalidate the setup.
Also, when Case 2 is approaching Case 3, the arduino will send a signal to the relays to whether synchronize the 
utility grid and the synchronous generator or not. If the sync condition is not yet attained, warning signals are sent to 
the system to adjust the generator’s frequency and the voltage by adjusting the exciter of the generator. Overexciting 
or under exciting the generator will increase/decrease the voltage of the generator respectively. If boundary 
conditions are then attained, that is, 59.8-60.2 Hz frequency and 220 Vac ± 1.2% generator Vac, then the relay that
connects to the utility grid will turn on, causing synchronization at the zero crossing function.
7. Results, Conclusions and Recommendations
7.1. Summary
It has always been the aim of engineers especially electrical engineers to provide ways and means to generate 
power through renewable energy sources and at the same time earn from this green advocacy on electricity. That is 
why the concept of net metering existed so that household can benefit from this policy program by installing their 
own renewable power source at home. Space is not a problem for one can just affix their renewable system within 
their homes. Thus, maximizing the generation of power and saving monetary resources while busy with some other 
things.
Here in the Philippines, there is no visible movement of net metering system campaign in every household and 
only few can be able to access from it due to constrained resources as well. 
The prototype is designed to test the validity of the hardware for the power monitoring and switching actions. 
Three cases were thoroughly executed to confirm the theoretical concept of the switching action and at the same 
time monitors the power consumption of the loading system and the power sent to the diversion loading that 
represents the utility grid. 
7.2. Conclusions
Net metering system is a new metering system that becomes a trending issue on the first world. Legislators have 
passed laws concerning green power sources and at the same time allowing household to earn extra credit from these 
kind of generation at home. 
The power monitoring scheme and switching actions confirmed the validity of the net metering concept 
procedure on what is in the net metering system indeed all about. However, the prototype is design as it is due to the 
limited scope of this research. Furthermore, when the loading system’s power consumption is lesser than or equal to 
that of the generated capacity of the generator (the mere representation of the renewable power source), the ac line 
from the power supply (representation of the utility) is unable to provide power to the load. Thus, giving the 
household less power consumption to the utility compared to that of solely receiving from the power utility. Power 
consumption from the utility happens only for the case wherein the loading system has greater power consumption 
compared to that of the generated capacity of the renewable source.
The switching action functionality able to perform its switching conditions and at the same time, the data on the 
monitoring scheme is indeed the actual data of the loading system. Delays are present but these delays cause no 
effect to invalidate the setup for power monitoring and switching action of a net metering miniature system.
7.3. Recommendations
Based on the results of the prototype setup, findings and conclusions gathered, the researchers would like to 
recommend the following:
1. Setup a bidirectional line of which the diversion load can be omitted of the setup.
2. Integrate the power monitoring module to a single wattmeter and focused on the bidirectional operation as 
well.
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3. Since the switching action evaluation has been confirmed, focus on some other aspect of the net metering 
system such as protection systems.
4. Extend online monitoring by adding a parallel connection of a router in the zero cross function.
5. If resources would allow, extend the system to a more sophisticated one by providing a bidirectional meter 
and a more comprehensive generator which has a higher capacity compared to that of the setup.
6. Improve the loading system by adding inductive and capacitive load.
7. Add a frequency meter device in the system to regulate the process of synchronization in the system to ensure 
maximum protection upon synchronization.
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